Project:

AIR CONDITIONING SYSTEMS FOR VARIOUS GYMS MONROE COUNTY FOR THE MONROE COUNTY SCHOOLS MONROEVILLE, ALABAMA

MCKEE PROJECT NO. 19-177 ALABAMA BUILDING COMMISSION NO. 2019282

The following changes and/or substitutions to the plans and specifications are hereby made a part of same and are incorporated in full force as part of the contract.

Bidders shall acknowledge receipt of this Addendum in writing on his Proposal Form.

A1.1 GENERAL MODIFICATIONS:
   A. None

A1.2 SPECIFICATION MODIFICATIONS:
   A. None

A1.3 DRAWING MODIFICATIONS:
   A. See the attached Revised Drawings as follows:
      Sheet E4.1 (Revised 6.12.19)
      Sheet E5.1 (Revised 6.12.19)

END OF ADDENDUM
VOLTAGE: 120/240 VOLTS, 3 PHASE, 4 WIRE (DELTA)

AIC: 42,000 AMPERES

PANEL - SE-JF