Addendum
No. SIX  Date: 5.22.19

Project:

ALTERATIONS AND ADDITIONS TO
PRATTVILLE BOYS & GIRLS CLUB FOR
CDI
PRATTVILLE, ALABAMA

MCKEE PROJECT NO. 19-108

The following changes and/or substitutions to the plans and specifications are hereby made a part of
same and are incorporated in full force as part of the contract.

Bidders shall acknowledge receipt of this Addendum in writing on his Proposal Form.

A6.1 GENERAL MODIFICATIONS:

A. Refer to the Advertisement for Bids, Change as follows:

The sealed proposals for the above referenced project will be received at the Office of McKee
and Associates, Architects, 631 South Hull Street Montgomery, Alabama 36104, until Tuesday,
May 28, 2019 at 11:00 AM, then opened and read aloud.

A6.2 SPECIFICATION MODIFICATIONS:

None:

A6.3 DRAWING MODIFICATIONS:

A. See Attached Revised Drawings as follows:

Sheet A1.2 (dated 5.22.19)
Sheet P3  (dated 5.22.19)
Sheet P4  (dated 5.22.19)

END OF ADDENDUM SIX
EXISTING 4" WASTE LINE TO REMAIN IN SERVICE AND WATER ROUGHING, ALTER ROUGHING AS REQUIRED NEW FIXTURE AS SHOWN. CONNECT TO EXISTING WASTE "C" REPLACE EXISTING FLOOR DRAIN WITH NEW FLOOR DRAIN. "B" REMOVE EXISTING PLUMBING FIXTURE. CAP PIPING IN WALL, ABOVE CEILING AND/OR BELOW "A" REPLACE EXISTING PLUMBING FIXTURE WITH FLOOR AS REQUIRED. TO INSTALL NEW STANDARD AND/OR HANDICAPPED FIXTURE. PLUMBING NOTES "D" EXISTING PLUMBING FIXTURE TO REMAIN IN SERVICE 2" HUB DRAIN AT MEZZ. LEVEL W/ TRAP PRIMER 2" HUB DRAIN W/ TRAP PRIMER TWO WAY C.O. IN CONC. PAD FLUSH W/ FIN. GRADE. TWO WAY C.O. IN CONC. PAD FLUSH W/ FIN. GRADE.
1/2" GAS LINE CONN. TO CL.

3/4" UNDERGROUND CORRIDOR FOR CONN.

1/2" GAS DN.

1/2" GAS LINE CONN. TO 1/2" GAS DN.

3/4" UNDERGROUND CORRIDOR

1" UNDERGROUND CORRIDOR

1 1/2" TRAP PRIMER

PROVIDE EEMAX MODEL EX65T-ML TANKLESS WATER HEATER P-13 MOUNTED ABOVE CLG. WITHIN

PROVIDE EEMAX MODEL EX65T-ML PROVIDE EEMAX MODEL EX65T-ML

PROVIDE NEW FIXTURE AND HW ABOVE CLG.

PROVIDE EEMAX MODEL EX65T-ML

COVER OPENINGS FOR COMB. PIPING - UTILIZE EXISTING

1-1/2" TRAP PRIMER

TRAP PRIMER

TRAP PRIMER

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML PROVE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML

PROVIDE EEMAX MODEL EX65T-ML